
SUBSTRATE

NOTE:

1.

HOT-AIR WELD

MANUFACTURER’S 

FASTENER SYSTEM

MEMBRANE FLASHING STRIP,

HOT-AIR WELDED

HOT-AIR WELD

MANUFACTURER’S 

FASTENER SYSTEM

OPTION WHERE SLOPE IS FROM

2/12 TO 6/12 (RISE/RUN)

ROOF MEMBRANE

INSULATION

WOOD NAILERS TO MATCH HEIGHT OF INSULATION MAY BE REQUIRED AT PEAK

IF INSULATION THICKNESS EXCEEDS 2" (CONSULT MANUFACTURER’S TECHNICAL DEPT.). 
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